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Site description: The ANL Sewage Lagoons, are located at the Sanitary Sewage 
Treatment Facility (#779), northeast of EBR-II. 

Site ID: ANL-04 Operable Unit: 9-01 r Waste Area Grouo: 9 
~~~~~~~~ ~~ ~ ~~~ ~~ ~ 

I. SUMMARY - Physical description of the site: 

The sanitary sewage lagoons are located at the Sanitary Sewage Treatment Facility, northeast of EBR-11. Two 
lagoons were constructed in 1965 along with a third built later in 1974. 

According to engineering drawings, the thee sanitary sewage lagoons cover approximately two acres of ground. 
With reference to ANL-W Plot Plan located at the beginning of this document, the lagoons' approximate dimensions 
are: (#I) - 150 ft x 150 ft x 7 ft, (#2) - 50 ft x 100 ft x 7 ft, and (#3) - 125 f t  x 400 f t  x 7 ft. The lagoons receive 
all sanitary wastes originating at ANL-W. with the exception of the Transient Reactor Test Facility and the sodium 
Components Maintenance Shop. This includes sanitary wastes from rest rooms, change facilities, drinking fountains 
and the Cafeteria. The three lagoons are sealed with a 118" - 1/4" bottom bentonite liner and are located 
approximately 600 feet above the underground water table. 

A large leak in the northeast comer of the third lagoon was detected after its construction in 1974. This leak 
resulted in the loss of over a million gallons of waste water through fissures that had not been sealed completely by 
the bentonite. This was rectified by using a hypalon liner (approximately 30 ml thick) over the northeast comer 
and sealing the seams. A recent study (conducted in August and September 1992) confirmed that the Sanitary 
Lagoons are functioning as evaporative ponds and not as percolating ponds, suggesting that the bentonite layer seal 
has remained intact. 

Building (FASB) to the Sanitary Waste Lift Station, which discharges to the lagoons. Elon Wood Jr., manager of 
FASB during that period, estimates that approximately 1.32 Troy ounces of silver were discharged to the Sanitary 
Waste Lift Station. It has not been confirmed whether the silver was released to the sanitary lagoons or if it 
remained in the lift station. However, risk based calculations show that the estimated silver concentration for the 
given amount (1.32 Troy 02.) is well below that required to exceed a risk greater than 1 x IO4 (see reference 19 
and 20). Furthermore, photoprocessing was discontinued at FASB in 1981 and subsequently, there has been no 
further releases to the lift station. 

With the exception of an occasional point source of low level medical radionuclides, there has been no known 
radioactive hazardous substances released into the Sanitary Lagoons. Periodic sampling of the lagoon and a 
radionuclide detector placed in the lift station supplying the lagoon (Sanitary Waste Lift Station-778) support these 
conclusions. 

Between 1975 and 1981, photoprocessing solutions were discharged from the Fuel Assembly and Storage 



I DECISION RECOMMENDATION wee : 

U. SUMMARY - Qualitative Assessment of Risk 

Although the spill of 1 million gallons of waste water through the liner of lagoon 3 raises the level of uncertainty 
regarding qualitative assessment of risk, the level of uncertainty in the obtained information is low due to the 
absence of any conflicting information, and the qualitative risk level is also low. Therefore, according to the 
Qualitative Risk and Uncertainty Evaluation Table, no action is required for this particular site. 

m. SUMMARY - Consequences of Error: 

(False Negative Error)-If no action is taken and the initial assessment is incorrect, there may be the potential for 
hazardous substances to be present in the sanitary wastes, which may potentially migrate into the groundwater, thus 
exposing the population to risks higher than expected. 

(False Positive Error)-If remedial actions occur and site is clean, there may be an economical loss due to the high 
cost of clean up compared to the low environmental benefits which may OCCUT. 

N. SUMMARY - Other Decision Drivers: 

No other decision drivers are apparent for this site. I 
Recommended action: 

The Sanitary Sewage Lagoons should be removed from the list of Solid Waste Management Units. This 
recommendation was reached when it was determined that the possibility of hazardous substances being present 
within the sanitary wastes was low. Additionally, it is also unlikely that migration of the sanitary wastes will occur 
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PROCESS Evawrative Ponds pa! 

Question 1. What are the waste generation process locations and dats of operation nssociated with this 
site? I 

Block 1 Answer: 

Construction of the sanitary sewage lagoons began in 1965 when the current sewage treatment facility, an Imhoff 
tank-leaching pit, was abandoned because of obnoxious odors. As the site grew, two additional sanitary lagoons 
were built, one latex in 1965 and the t h i i  lagoon in November 1974. Two of the three sewage lagoons (the 
southwestern and northern ponds) continue to be utilized by ANL-W. The other lagoon is used as an emergency 
overilow basin and has not been in operation since 1965. They are located at the Sanitary Sewage Treatment 
Facility (#779), northeast of EBR-11. 

~ ~ ~ _ _ _ _ _  ~ 

Block 2 How reliable islare the information sourceh? X High - Med - Low (check om) 

Explain the reasoning behind this evaluation. 

Information is obtained from a preliminary proposal for ANL-W Sanitary Sewage Treatment Expansion. r 
Block 3 Aas this INFORMATION been confirmed? XYes -No 
If so, describe the confirmation. 

Historical process data and engineering drawings confirm this information. 

(check one) I 
I Block 4 kurces of Information (check appropriate boxles & soume number fmm rcfcrencc list) 

No available information [ ] Analytical data [ I  

Historical process data [XI 3.4.5 , Disposal data 1 1  
Current process data 1 1  Q.A. data [ I  
Areal photographs [ I  Safety analysis report [ I  
Engineeringlsite drawings D] 21 D&D report [ I  
Unusual Occurrence Report [ 1 Initial assessment [ I  
Summary documents [ I  Well data [ I  

Anecdotal 1 1  Documentation about data [ ] 

Facility SOPS 
OTHER 

Construction data [ I  
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I Question 2. What are the disposal proceps locations and dates of opeantion pssociated with this site? 

Block 1 Answer: I 
The first two sanitary lagoons were built in 1965 with the construction of the third one beginning in 1974. Two of 
the three sewage lagoons (the southwest and nonhern ponds) continue to be utilized by ANL-W today. The lagoon! 
receive sanitary wastes from rest rooms, change facilities, drinking fountains and the Cafeteria. All sanitary sewage 
collects in the Sanitary Waste Lift Station (#778), where it is pumped via a sewage pump/air lift to the primary 
lagoon (southwest pond) by means of a submerged standpipe. As the primary lagoon fills it cascades over a divider 
into the secondary lagoon (northern pond), where it will biodegrade and eventually evaporate. The other lagoon is 
utilized as an emergency overflow basin and has not been used since 1965. 

Block 2 How reliable is/m the information source/s? XHigb -Med -Low (check one) 
Explain the reasoning behind this evaluation. I I Information is obtained from an Initial Assessment 

Block 3 Has this INFORMATION been confirmed? XYes -No 
If so, describe the confirmation. 

(check one) 

Historical data and engineering drawings confirm this information I 
Block 4 Sources of Information (check appmpriatc boxles & soum number fmm reference list) 

No available information 
Anecdotal 
Historical process data 
Current process data 
Areal photographs 
Engineeringlsite drawings 
Unusual Occurrence Report 
Summary documents 
Facility SOPS 
OTHER 

Analytical data 
Documentation about data 
Disposal data 
Q.A. data 
Safety analysis report 
D&D report 
Initial assessment 
Well data 
Construction data 
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I I Question 3. Is there empirical, circnmstantid, or other evidence of migration? If so, what is it? 

Block 1 Answer: I 
A large leak in the northeast comer of the thud lagoon was detected after its construction in 1974. This leak 
resulted in the loss of over a million gallons of waste water through fissures that had not been sealed properly by 
the bentonite. This was rectified by using a hypalon liner over the northeast comer. In August and September of 
1992 a test was conducted which verified that the lagoons are evaporative ponds and not percolation ponds. The 
seepage rates were found to be 0.2" - 0.02". while evaporative rates varied from . I"  - 2.3". This test confirmed 
that the bentonite seal has remained intact and that no migration has occurred into the surrounding soil or 
groundwater. 

~ 

Block 2 How reliable idare the information sourcds? XHigh -Med -Low (check one) 
Explain the reasoning behind this evaluation. 

Information obtained from a preliminary proposal and from a memo reporting the leak. 

Block 3 Has this INFORh%!%moN been confirmed? XYeS -No (check one) 
If so, describe the codmat ion .  

Information is confirmed by historical process data and a Pond Seepage Test. 

Block 4 Sources Of Information (check appropriate baxles & source number from refcrcnce list) 

No available information [ I 

Historical process data [XI 4.5 
Anecdotal [XI 7 

Current process data [ I  
Areal photographs [ I  

Summary documents ( 1  
Facility SOPS 1 1  
OTHER [XI 15 

Engineeringlsite drawings [ I 
Unusual Occurrence Report [ I 

Analytical data 
Documentation about data 
Disposal data 
Q.A. data 
Safety analysis report 
D&D report 
Initial assessment 
Well data 
Construction data 
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Question 4. Is there evidence that a some exists at this site? If so, list the sources and describe the I evidence. 

Between 1975 and 1981, photoprocessing solutions were discharged from the Fuel Assembly and Storage Building 
(FASB) to the Sanitary Waste Lift Station, which discharges to the lagoons. Elon Wood Jr., mauager of FASB 
during that period. estimates that approximately 1.32 Troy ounces of silver was discharged to the Sanitary Waste 
Lift Station. It has not been confirmed whether the silver was released to the sanitary lagoons or if it remained in 
the lift station. However, risk based calculations show that the estimated silver concentration (68 ppm) for the 
given amciunt (1.32 Troy 02.) is well below that required to exceed a risk greater than 1 x lod (see reference 19 
and 20). Furthermore, photoprocessing was discontinued at FASB in 1981 and subsequently, there have been no 
further releases to the lift station. 

With the exception of an occasional point murce of low level medical radionuclides, there has been no known 
radioactive hazardous substances released into the Sanitary Lagoons. Periodic sampling of the lagoon and a 
radionuclide detector placed in the lift station supplying the lagoon (Sanitary Waste Lift Station) support these 
conclusions. 

Block 2 l b w  d h b k  is/- tbe i n f O l l d h I l  SOlRcdS? xl%gb -Med -Law (check one) 
Explain the reasoning behind this evaluation. 

Information is based upon analytical data obtained from sampling and silver concentration calculations I 
~- 

Block 3 Has this INFORMATION been confirmed? XYes -No 
If so, describe the confirmation. 

This information is confirmed by ANL-W Analytical Lab, CFA and Elon Wood Jr., former manager of FASB. 

(check one) 

Block 4 Sources of Information (check appropnae baxlcr Br source numbcr from reference lat) 

No available information 1 ] 
Anecdotal [XI 14.18 
Historical process data I ] 
Current process data I 1  
Areal photographs I 1  
Engineeringlsite drawings 1 ] 

~ Unusual Occurrence Report 1 ] 
Summary documents I 1  

1 Facility SOPS [ I  
' OTHER [XI 19.20 

Analytical data [XI 10 

Disposal data [XI 12 
Q.A. data [ I  
Safety analysis report [ I  
D&D report I 1  
Initial assessment [ I  
Well data [ I  
Construction data [ I  

Documentation about data [XI 11 
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1 The non-existent contamination pattern is supported by sampling data and a Pond Seepage Test. 

Question 5. Does site operating or disposal historical information allow estimation of the pattern of 
potential contamination? If the pattern is expected to be a SePffuiDg d hot spots, what is the 
expected minimum size of a sigMcant hot spot? I 

There is no evidence of a pattern of potential contamination, which, if there had bem one, would be confmed to the 
known areas of the lagoons. Althougb it was confvmed that approximately 1.32 Troy ounces of silver was released 
from the Fuel Assembly and Storage Building (FASB) to the Sanitary Waste Lift Station, which discharges to the 
lagoons, it has not been verified whether the silver was discharged to the sanitary lagoons or if it remained in the 
lift station and is therefore assumed to be contained in the sludge at the lift station. However, risk based 
calculations show that the estimated silver concentration for the given amount (1.32 Troy 02.) is well below that 
required to exceed a risk greater than 1 x lod. Furthermore, photoprocessing was discontinued at FASB in 1981 
and subsequently, there has been no further releases to the lift station. 

With the exception of an occasional point source of low level medical radionuclides, there has been no known 
radioactive hazardous substances released into the Sanitary Lagoons. Periodic sampling of the lagoon and a 
radionuclide detector placed in the lift station supplying the lagoon (Sanitary Waste Lift Station) support these 
conclusions. 

Additionally, a recent study (August and September 1992) confmed that the bentonite seal remains intact and that 
seepage to the ground is non-existent. 

Block 2 How reliable islare the information sourcels? XHIgh -Med -Low (check om) 
Explain the reasoning behind this evaluation. 

Block 3 Has this INFORMATION been confirmed? XYes -No 
If so, describe the confirmation. 

(check one) I I This information is confirmed by ANL-W Analytical Lab, CFA and Elon Wood Jr.,  former manager of FASB. 

Block 4 Sources of Information (check appropriate boxles & source number from reference list) 

No available information 
Anecdotal 
Historical process data 

[ I  
1x1 18 
[ I  

Current process data [ I  
Areal photographs [ I  
Engineeringlsite drawings [ 1 
Unusual Occurrence Report [ I 
Summary documents [ I  
Facility SOPS 1 1  
OTHER p] 15.19 

Analytical data 
Documentation about data 
Disposal data 
Q.A. data 
Safety analysis report 
D&D report 
Initial assessment 
Well data 
Construction data 
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Question 6. Estimate the length, width, and depth of the mntaminsted region. What is the known or 
estimated volume of the source? If this is an estimated volume, explain d u l l y  how the 
estimate was derived. I 

Block 1 Answer: 

There is no evidence that a contaminated region exists. Recent tests confirmed that the bentonite seal remains 
intact, tberefore no release to the environment has OcCuITed. 

Block 2 How reliable islare the information source/s? m g h  -Med -Low (check one) 
Explain the reawning behind this evaluation. 

Information is obtained from engineering drawings, disposal data and a Pond Seepage Test. 

Block 3 Has this INFORMATION been conlirmed? &Yes -No 
If so, describe the confirmation. 

Disposal data is reviewed by Plant Services. 

(check one) 

Block 4 Sources of Information (check appmpnate boxlcs & source numbsr fmm reference list) 

No available information [ ] 

Historical process data [ ] 
1 Anecdotal r 1  

Current process data 1 1  
Areal photographs [ I  

Summary documents [ I  
Facility SOPS [ I  
OTHER 1x1 15 

Engineeringkte drawings 1x1 21 
Unusual Occurrence Repon [ J 

1x1 10 Analytical data 
Documentation about data [XI 13 
Disposal data [XI 12 
Q.A. data [ I  
Safety analysis report [ I  
D&D report [ I  
Initial assessment [ I  
Well data [ I  
Construction data [ I  
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Question 7. What is the known or estimated quantity of hazardous substanalconstituent at this source? 
If the quantity is an estimate, explain carefully how the estimate was derived. I 

I Block 1 Answer: 

Even though it has been confirmed that approximately 1.32 Troy ounces of silver was released from the Fuel 
Assembly and Storage Building (FASB) to the Sanitary Waste Lift Station, which discharges to the lagoons, it has 
not been verified whether the silver was discharged to the sanitary lagoons or if it remained in the lift station. The 
estimated amount of silver was calculated using efficiency factors obtained from Easunan Kodak. the number of 
plates processed, and the concentration of the original photopnressing solution. However, risk based calculations 
show that the estimated silver concentration for the given amount (1.32 Troy 02.) is well below that required to 
exceed a risk greater than 1 x 10'. Furthermore, photoprocessing was discontinued at FASB in 1981 and 
subsequently, there has been no further releases to the lift station. 

Rare discharges into the lagoons of medical treatment radioactive isotopes have occurred, but periodic sampling of 
the lagoons confirm that there is no impact on the contamination of the lagoons. 

Block 2 How reliable islare the information soureek? XHigh -Med -Low (check one) 
Explain the reasoning behind this evaluation. 

Information is obtained from sampling data and silver concentration calculations. I 
Block 3 Has this INFORMATION been Confirmed? XYes -NO (check one) 
If so, describe the confirmation. I I This information is confirmed by ANL-W Analytical Lab, CFA and Elon Wood Jr. ,  former manager of FASB. 

Block 4 Sources Of Information (check appmpnatc boxlcs & source number fmm rcfcrcnce list) 

I No available information [ 1 
Anecdotal [XI 18 
Historical process data [ ] 
Current process data [ I  
Areal photographs [ I  
Engineeringkte drawings [ ] 
Unusual Occurrence Report [ ] 
Summary documents [ I  
Facility SOPS 
OTHER 

[ I  
[XI 19.20 

Analytical data 
Documentation about data 
Disposal data 
Q.A. data 
Safety analysis report 
D&D report 
Initial assessment 
Well data 
Construction data 



I 
Question 8. Is there evidence that this hazardous snbstPoce/mnstituent is present at the s o m e  as it exists 

today? If so, desfribe the evidence. I 
Block 1 Answer: r -  
There is no evidence that a source exists at the site. Although it was confirmed that approximately 1.32 Troy 
ounces of silver was released from the Fuel Assembly and Storage Building (FASB) to the Sanitary Waste Lift 
Station, it has not been verified whether the silver was discharged to the s a n i t a ~ ~  lagoons or if it remained in the lif 
station. However, risk based calculations show that the estimated silver concentration for the given amount (1.32 
Troy 02.) is well below that required to exceed a risk greater than 1 x lod. Funhermore, photoprocessing was 
discontinued at FASB in 1981 and subsequently, there has been no funher releases to the lift station. 

Block 2 How reliable islare the information some/s? XHigh -Med -Low (cheek one) 
Explain the reasoning behind this evduation. 

Information is obtained from sampling data and silver concentration calculations, I 
Block 3 Has this INFORMATION been confirmed? XYes -No 
If so, describe the confirmation. 

(check one) 

I This information is confirmed by ANL-W Analytical Lab, CFA and Elon Wood Jr., former manager of FASB 

Block 4 Sources of Information (check appropriate boxlcs & source number from reference list) 

No available information 
Anecdotal 1x1 18 
Historical process data 
Current process data I 1  
Areal photographs [ 1- 

Summary documents I 1  
Facility SOPS I 1  
OTHER 19.20 

I ] - 
[ 1 - 

Engineeringlsite drawings [ ] - 
Unusual Occurrence Report [ ] 

Analytical data 
Documentation about data 
Disposal data 
Q.A. data 
Safety analysis report 
D&D report 
Initial assessment 
Well data 
Construction data 
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